
Pump Field Report 
# PR 05 -07 -TH 

 
1. Name and location of the community: New Nkwazi overspill 
2.  Person completing this report: Katsand Feruka Date: 23/08/2007 
 Crew members: B. John, N. Lovemore, J. Mapape, J. Sondashi 
 Community well or commercial well: Community well 
 Community contact: Mr. Chola Mwansa 
 Community Contribution: Nil 
 Pump Caretakers trained: Mr. Chola Mwansa 
 

PROJECT INFORMATION 
3.  Approximate population served 250 people GPS (Lat) S12 degrees 55.8 58’ 
 (Long) E 028 Degrees 38.3 21’ 
4.  What are the community’s previous water source(s)?  Hand dug well 
5.  What are the common water-related diseases/problems?  Diarrhea 
6.  Describe the water supply provided and/or training that was done in this community. 
 Hygiene & Sanitation 
7.  Please provide a statement or quote from one of the community members about the impact 
 of this project on the community. This will enable people to access clean water and this 
 means that people will stop moving long distances. 
 
Describe Pump Repair: 
Upon removing the pipes, we found that two of the galvanized pipes were broken; hence 
water was going out through the broken pipe, when pumping water. 
 
Describe how the work progressed? 
We used the old connecting rods and cylinder.  We replaced two (2) galvanized pipes, 16 
nuts and 8 bolts. 
 
Well log attached?  No 
Depth: 16m   Water level:  4.5m  Pipe used: galvanized pipe  Casings used: P.V.C 
Pad poured:  around  Pump used:  India mark II  Soak away pit:  Nil 
 
Achievements: 
Two galvanized pipe were replaced and water came out appealing brownish at the first few 
stroke but cleared within a short while. 
 
Materials used: 
2 galvanized pipes, 16 nuts, 8 bolts 
 
Recommendations/ suggested follow-up/ activities requests from community? 
It was suggested that there should be a follow up and that more hygiene classes to be 
conducted. 
 
WELL LOCATION 
COUNTRY: ZAMBIA 
VILLAGE: New Nkwazi Overspill 
 
 



PUMP 
MAKE: India mark II 
MODEL: India mark II 
SERIAL #: 3768 
STROKES #: 42/ 20litres 
COMMENTS: Nil 
 
CONCRETE PAD 
SHAPE: Round 
MATERIAL: Nil 
COMMENTS: Soak away needs to be done 
 
WATER QUALITY 
APPEARANCE: Clean 
TEST RESULT: Water never turned to blue/black indicating good water. 
COMMENTS: Water is good for drinking. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 


